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NOTE:

1) THIS DRAWING ILLUSTRATED WITH AN ECONOMIZER.
2) DIMENSIONS, SPECIFICATIONS AND SOME PIPINGS ARE SUBJECT TO CHANGE

WITHOUT NOTICE.

3) GAS VENT PIPING SHALL BE ENFORCED IN ACCORDANCE WITH LOCAL REGULATION.

4) E2 DIMENSION APPLIES ONLY FOR LX~100SGN—12 WITH AN INVERTER INSTALLED,
OTHERWISE USE E1 DIMENSION.
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___________ LEGEND DIMENSION (INCHES)
\_ FOR LX-100SGN-12 ONLY X Y Z SIZE
A |FEEDWATER INLET 121 36 13 5/8 1" NPT
X - B |SUPPLY GAS INLET 118 1/4 | 25 3/8 | 7 3/8 2" NPT
C |MAIN SAFETY VALVE OUTLET 59 3/8 | 20 3/4 | 97 1/8 | 2" NPT
D |STEAM OUTLET 86 3/8 | 17 3/8 94 2" NPT
E1 |BOTTOM BLOW—OFF «witHouT INVERTER> | 114 5/8 | 12 1/4 | 3 1/4 1” NPT
|
e - E2 |BOTTOM BLOW—OFF <WITH INVERTER 123 3/8 27 3 1/4 1" NPT
D ﬁ é | F |FLUE GAS OUTLET 107 3/4 17 68 3/8 |812"0D DUCT|
| | —
=== G |LV.C. BLOW—OFF 112 1/8 | 29 1/8 | 6 1/2 1" NPT
:(%) H |SURFACE BLOWDOWN 121 5/8 | 27 5/8 | 29 1/2 | 3/8" NPT
—
L] = I |ECONOMIZER DRAIN 100 1/4 | 12 1/4.] 21 3/4 | 27 npT
F
1} 0 |BOILER CORNER 0 0 0 -
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